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When submitting plans for additions or alterations to a fire alarm system, 
where such additions or alterations do not directly affect the fire alarm 
control panel (i.e., addition of NAC or initiation circuit cards), is it the intent 
of the Code to require that the existing fire alarm control panel have a 
current CSFM listing? 
 
No. If the fire alarm panel was listed at the time of installation and is not being 
replaced, the panel can still be used if it is capable of handling additional 
components. However, the components to be added to the existing system must 
be SFM listed and approved for use with that particular fire alarm panel. 
 


	California State Fire Marshal
	CODE INTERPRETATION


