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Does the CBC allow the installation of mechanical equipment between the 
membranes (upper and lower) of a one-hour fire resistive roof-ceiling or 
floor-ceiling assembly (I.E: in the middle of the assembly)? 
 
No, unless the assembly is specifically listed to include the equipment. 
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