California State Fire Marshal
CODE INTERPRETATION

Date Issued 12/28/2005 Interpretation # 05-036
Topic Smoke Detector Placement
Code Section(s) NFPA #72, 1999 ed. Figure A-2-2.4.1F
Requested by Al Puskas
National Fail-Safe
6442 Industry Way
Westminster, CA 92683

Can NFPA 72, 1999 Edition, figure A-2-2.4.1.F be used as a guide for smoke
detector placement in a corridor?

Yes.
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