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Based on 2001 CBC Sec 713.7 "Fire Window Size", area of glazed openings 
in a 60 minutes fire door is limited to 100 sq inches with minimum 
dimension of 4". TPG makes a UL tested fire rated glass (Fire Lite NT) with 
up to 3 hours fire rating. Their UL listed assembly for 60 minute doors 
allows a maximum of 3,204 sq inches of exposed area. Are we allowed to 
use Fire Lite NT in a 60 minute rated doors with 480 sq inches of glazed 
opening in a one-hour occupancy separation wall? 
 
 
No. California Building Code Section 713.7 limits the maximum glazing in 60 
minute fire door assemblies to 100 sq. inches.  
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