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Date Issued 1/22/08 Interpretation 07-158
Topic Audible Fire Alarm Signals Throughout the Building
Code Section(s) CFC 1006.3.3.3.1

Requested by David Burkhart

Code Consultants, Inc.

1804 Borman Circle Drive
Saint Louis, MO 63146

(314) 991-2633
davidb@codeconsultants.com

Does section 1006.3.3.3.1 of the 2001 California Fire Code (CFC) require
that buildings have an audible fire alarm signal throughout the building?

Yes or in designated portions of the building when approved by the Authority
Having Jurisdiction.
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