1. Does section 907.2 require that a fire alarm box (manual pull station) be installed when there are no requirements for the installation of a fire alarm system under 2007 CBC section 907 and/or 2007 CFC sections 907 and a fire alarm control unit / panel is being installed for the purpose of monitoring the fire sprinkler system and/or elevator recall control?

No. A manual fire alarm box is not required where a fire alarm control unit is installed for the sole purpose of monitoring the fire sprinkler system, supervisory service or elevator recall control.

2. Is a jurisdiction permitted to require a fire alarm box be installed for all / every fire sprinkler monitoring system in their jurisdiction, where a fire alarm system is not otherwise required by other sections of the CBC and/or CFC, without first filing with the California Building Standards Commission for approval to modify the CBC and/or CFC requiring a fire alarm box be installed even on fire sprinkler monitoring, elevator recall control and/or supervisory service systems?

No. Health and Safety Code Sections 13869.7, 17950 and 18938 (b) requires that all local amendments to the California Building Standards Code be filed. Furthermore, prior to filing, the city, county, or fire protection district must declare that the more restrictive building standard is reasonably necessary for the
protection of the public health, safety and welfare based on local climatic, geological, or topographical conditions.